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SUBDIVISION COMMITTEE MEETING  
 

AMENDMENT TO EXHIBIT MAP 
*REPORTS ONLY* 

 
Planner: Christine Robertson  E-mail: crobertson@planning.lacounty.gov 
SCM Reports Date: January 10, 2013  Map Date: December 11, 2012 
Tract/Parcel Map No: TR 060107  Project No: 03-211 
Zoned District: S. Santa Anita-Temple City  Community: E. Pasadena-San Gabriel 
Supervisorial District: 5th  APN No.: 5379-008-036, 037, 038 
Map Stage:  Tentative  1st Revised  2nd Revised  Amendment        
Map Stage:         

Proposal: 

Per Condition #7 of TM060107, the guest parking spots marked 7 and 8 on the Exhibit Map 
dated June 29, 2009 located between Unit Nos. 8 and 9 were switched with the turf block 
located between Unit Nos. 7 and 8. The relocated turf block located between Unit Nos. 8 
and 9 shall be used for the required fire hydrant consistent with the Los Angeles County 
Fire Department “Fire” conditions. 

Location: 8831-8843 Fairview Avenue, San Gabriel 
 

SUBDIVISION COMMITTEE HOLDS 
 Revised Tentative Map  Reschedule for SC Meeting 
 Revised Exhibit/Exhibit “A” Map  Reschedule for SC Reports Only 
 Revised Application   

 
SUBDIVISION COMMITTEE DEPARTMENTS 

Hold  Cleared 
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             Public Works 
             Fire Dept. 
             Parks & Recreation 
             Public Health 
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COUNTY OF LOS ANGELES
DEPARTMENT OF PUBLIC WORKS
LAND DEVELOPMENT DIVISION - SUBDIVISION

Page 1/1

TRACT NO. 60107 (Amend.) AMENDED EXHIBIT MAP DATED 12-11-2012

Comply with all previously approved conditions for TR 60107 to the satisfaction of
Public Works.

CG~
Prepared by John Chin Phone (626) 458-4918 Date 01-03-2013
Tr60107-(AMENDED EXH MAP DATED 12-11-2012).doc
http://planning.lacounty.gov/case/view/vesting_tentative_tract_map_no._060107



x ~ ~~` COUNTY OF LOS ANGELES
DEPARTMENT OF PUBLIC WORKS

PUBLIC ̀ W€~RK~a

i~
900 SOUTH FREMONT AVENUE

~. ALHAMBRA, CALIFORNIA 91803-1331
WVWV.DPW.LA000NTY.GOV

TRACT NO.: 060107
EXHIBIT MAP DATE: 12/11/12

HYDROLOGY UNIT CONDITIONS OF APPROVAL, PHONE: (626) 458-4921

Prior to Improvement Plans Approval:

Comply with the requirements of the Drainage Concept/Hydrology Study/Standard Urban
Stormwater Mitigation Plan (SUSMP), which was conceptually approved on 1/09/07 to the
satisfaction of the Department of Public Works.

Name ~ ~-> ~- Date l~lr ~~,~ ? f l Z_ Phone (626) 458-4921
EN BERHAN

Page 1 of 1 2/2/08



Sheet ~ of 1 County of Los Angeles Department of Public Works DISTRIBUTION

GEOTECHNICAL AND MATERIALS ENGINEERING DIVISION Geologist

GEOLOGIC REVIEW SHEET Soils Engineer

900 So. Fremont Ave., Alhambra, CA 91803 1 GMED File

TEL. (626) 458925 1 Subdivision

TENTATIVE TRACT MAP 60107 TENTATIVE MAP DATED 12/11/12 (amended exhibit)

SUBDIVIDER Mak LOCATION San Gabriel

ENGINEER Engles Shen GRADING BY SUBDIVIDER [ Y ] (Y or N)

~~OLOGIST --- REPORT DATE ---

~~ILS ENGINEER --- REPORT DATE ---

TENTATIVE MAP FEASIBILITY IS RECOMMENDED FOR APPROVAL FROM A GEOLOGIC STANDPOINT ~

THE FOLLOWING INFORMATION IS APPLICABLE TO THIS DIVISION OF LAND:

The Final Map does not need to be reviewed by GMED.

• Update soils engineering reports may be required prior to approval of building or grading plans.

• The Soils Engineering review dated 1/03/12 is attached.

Reviewed by

aQ=/ Karin L. Burger

No. 2507

* CERTIFIED
NGINEERING
GEOLOGIST

• ~

Karin Burger

PI@8S2 COITlplet@ 8 CUStOfll@f S@NIC@ SUN@y 8t http://dpw.18COUf1tY.gOV/golqfll@dSUNeV
P:\Gmepub\Geology Review\Forms\Form02.doc
8/30/07

Date January 2, 2013



COUNTY OF LOS ANGELES
DEPARTMENT OF PUBLIC WORKS

GEOTECHNICAL AND MATERIALS ENGINEERING DIVISION

SOILS ENGINEERING REVIEW SHEET

Address: 900 S. Fremont Ave., Alhambra, CA 91803

Telephone: (626) 458-4925
Fax: (626) 458-4913

Tentative Tract Map
Location
Developer/Owner
Engineer/Architect
Soils Engineer
Geologist

Review of:

60107
Fairview Avenue, San Gabriel
Mak
Engles Shen

Tentative Tract Map and Exhibit Dated by Regional Planning 12/11/12 (rev.)
Previous Review Sheet Dated 7/7/09

ACTION

Tentative Map feasibility is recommended for approval, subject to conditions below:

REMARKS:

District Office
PCA
Sheet 1 of 1

LX001129

DISTRIBUTION:
Drainage
Grading
Geo/Soils Central File
District Engineer
Geologist
Soils Engineer
EngineedArchitect

1. At the grading plan stage, submit two sets of grading plans to the Soils Section for verification of compliance with County codes

and policies.

2. A soils report may be required for review of a grading or building plan. The report must comply with the provisions of "Manual for

Preparation of Geotechnical Reports" prepared by County of Los Angeles, Department of Public Works. The Manual is

available on the Internet at the following address: http://ladpw.orq/gmed/manual.pdf

Prepared by C ~ -~ ~ -* Date 12/31/12

~i i ~" ~\rf 4f C ~~~
Please complete a Customer Service Survey at http://dpw.laco medsurvey.
NOTICE: Public safety, relative to geotechnical subsurface exploration, shall be provided in accordance with current codes for excavations, inclusive of

the Los Angeles County Code, Chapter 11.48, and the State of California, Title 8, Construction Safety Orders.
P~~ameoub\Soils ReviewUeremv\TR 60107. Fairview Avenue. San Gabriel. TTM-A 7.doc



COUNTY OF LOS ANGELES
DEPARTMENT OF PUBLIC WORKS
LAND DEVELOPMENT DIVISION — GRADING

Page 1 /1

TRACT MAP NO. 60107 AMENDED EXHIBIT MAP DATED 12-11-2012

The subdivision shall conform to the design standards and policies of Public Works,

in particular, but not limited to the following items:

REQUIREMENTS PRIOR TO GRADING PLAN APPROVAL:

Provide approval of:

a. The latest drainage concept/hydrology/Standard Urban Stormwater Mitigation Plan

(SUSMP)/Low Impact Development (LID) plan (if applicable) by the Storm Drain and

Hydrology Section of Land Development Division.

b. The grading plan by the Geotechnical &Materials Engineering Division (GMED).

REQUIREMENTS PRIOR TO FINAL MAP RECORDATION:

5. Submit a grading plan for approval. The grading plan must show and call out the

following items, including but not limited to: construction of all drainage devices and

details, paved driveways, elevation and drainage of all pads, SUSMP and LID

devices (if applicable), and any required landscaping and irrigation not within a

common area or maintenance easement. Acknowledgement and/or approval from

all easement holders may be required.

6. A maintenance agreement or CC&Rs may be required for all privately maintained

drainage devices, slopes, and other facilities.

►'`"- Name Dieqo G. Rivera Date 01-02-2013 Phone (626) 458-4921
P:\Idpub\SUBPCHECK\Grading\Tentative Map Reviews\60107 AMEND.doc



COUNTY OF LOS ANGELES Page 1/1
DEPARTMENT OF PUBLIC WORKS
LAND DEVELOPMENT DIVISION -ROAD
TRACT NO. 60107 (Amend. Exhibit Map) TENTATIVE MAP DATED 12-11-2012

We have no objections to the proposed changes as shown in the subject exhibit map for
Tract No. 60107. The following conditions are recommended for inclusion in the conditions
of approval.

Comply with all previously approved conditions for Tract 63483 to the satisfaction of Public
Works with the exception of condition 7 which is no longer required since Fairview Avenue
is not part of an Undergrounding District per Title 16.34.

Prepared by Patricia Constanza Phone (626) 458-4921 Date 01-07-2012
U tr60107r-amend exh map.doc



COUNTY OF LOS ANGELES Page 1/1
DEPARTMENT OF PUBLIC WORKS
LAND DEVELOPMENT DIVISION -SEWER
TRACT NO. 60107 (Amend.) AMENDED EXHIBIT MAP DATED 12-11-2012

The subdivision shall conform to the design standards and policies of Public Works, in
particular, but not limited to the following items:

The subdivider shall install and dedicate main line sewers and serve each building
with a separate house lateral or have approved and bonded sewer plans on file with
Public Works.

2. The subdivider shall send a print of the land division map to the County Sanitation
District with a request for annexation. The request for annexation must be approved
prior to final map approval.

3. Easements are required, subject to review by Public Works to determine the final
locations and requirements.

~`~
Prepared by Tony Khalkhali Phone (626) 458-4921 Date 01-02-2013
tr60107s-Exh(12-11-12).doc



COUNTY OF LOS ANGELES
DEPARTMENT OF PUBLIC WORKS
LAND DEVELOPMENT DIVISION -WATER

Page 1/1

TRACT NO. 60107 (Amend.) AMENED EXHIBITED MAP DATED 12-11-2012

The subdivision shall conform to the design standards and policies of Public Works, in
particular, but not limited to the following items:

A water system maintained by the water purveyor, with appurtenant facilities to
serve all buildings in the land division, must be provided. The system shall include
fire hydrants of the type and location (both on-site and off-site) as determined by the
Fire Department. The water mains shall be sized to accommodate the total
domestic and fire flows.

2. There shall be filed with Public Works a statement from the water purveyor
indicating that the water system will be operated by the purveyor, and that under
normal conditions, the system will meet the requirements for the land division, and
that water service will be provided to each building.

3. Easements shall be granted to the County, appropriate agency or entity for the
purpose of ingress, egress, construction and maintenance of all infrastructures
constructed for this land division to the satisfaction of Public Works.

4. Submit landscape and irrigation plans for each open space in the land division, with
landscape area greater than 2,500 square feet, in accordance with the Water
Efficient Landscape Ordinance.

G~~"
Prepared by Tony Khalkhali Phone (626) 458-4921 Date 01-02-2013
tr60107w-Exh(12-11-12).doc



County Tentative Map 01/2008 

 

COUNTY OF LOS ANGELES 
FIRE DEPARTMENT 

5823 Rickenbacker Road 
Commerce, California 90040 

 
 

CONDITIONS OF APPROVAL FOR SUBDIVISION - UNINCORPORATED 
 
 
Subdivision No: TR 60107 Map Date: December 11, 2012 - Amended Exhibit Map 
 
C.U.P.       Vicinity:       
  

 FIRE DEPARTMENT HOLD on the tentative map shall remain until verification from the Los Angeles County Fire Dept. 
Planning Section is received, stating adequacy of service.   Contact (323) 881–2404. 

 
 Access shall comply with Title 21 (County of Los Angeles Subdivision Code) and Section 503 of the Fire Code, which requires all  

 weather access.  All weather access may require paving. 
 

 Fire Department access shall be extended to within 150 feet distance of any exterior portion of all structures. 
 

 Where driveways extend further than 150 feet and are of single access design, turnarounds suitable for fire protection equipment 
use shall be provided and shown on the final map.  Turnarounds shall be designed, constructed and maintained to insure their 
integrity for Fire Department use.  Where topography dictates, turnarounds shall be provided for driveways that extend over 150 
feet in length. 

 
 The private driveways shall be indicated on the final map as “Private Driveway and Firelane” with the widths clearly depicted.   

 Driveways shall be maintained in accordance with the Fire Code. 
 

 Vehicular access must be provided and maintained serviceable throughout construction to all required fire hydrants.  All required 
 fire hydrants shall be installed, tested and accepted prior to construction. 
 

 This property is located within the area described by the Fire Department as “Very High Fire Hazard Severity Zone” (formerly 
Fire Zone 4).  A “Preliminary Fuel Modification Plan” shall be submitted and approved prior to Tentative Map clearance.  (Contact:   
Fuel Modification Unit, Fire Station #32, 605 North Angeleno Avenue, Azusa, CA 91702-2904, Phone (626) 969-5205 for details). 

 
 Provide Fire Department approved address numbers and Department of Public Works approved street signs prior to occupancy. 

 
 Additional fire protection systems shall be installed in lieu of suitable access and/or fire protection water. 

 
 The final concept map, which has been submitted to this department for review, has fulfilled the conditions of approval  

 recommended by this department for access only. 
 

 These conditions must be secured by a C.U.P. and/or Covenant and Agreement approved by the County of Los Angeles Fire 
 Department prior to final map clearance. 
 

 The Fire Department has no additional requirements for this division of land. 
 
Comments: The Fire Department recommends approval of the Amended Exhibit Map as presently submitted.  All previous 

requirements and conditions of approval are still applicable for the project. 
 
By Inspector: Juan C. Padilla Date January 8, 2013 
 

Land Development Unit – Fire Prevention Division – (323) 890-4243, Fax (323) 890-9783 
 

 
 
 



County Tentative Map 01/2008 

 

 
COUNTY OF LOS ANGELES 

FIRE DEPARTMENT 
5823 Rickenbacker Road 

Commerce, California 90040 
 
 

WATER SYSTEM REQUIREMENTS - UNINCORPORATED 
 
 
Subdivision No: TR 60107 Map Date: December 11, 2012 - Amended Exhibit Map 
 
Revised Report     
 

 The County Forester and Fire Warden is prohibited from setting requirements for water mains, fire hydrants and fire flows as a 
condition of approval for this division of land as presently zoned and/or submitted.  However, water requirements may be necessary 
at the time of building permit issuance. 

 
 The required fire flow for public fire hydrants at this location is      gallons per minute at 20 psi for a duration of     hours, over 

and above maximum daily domestic demand.        Hydrant(s)  flowing simultaneously may be used to achieve the required fire 
flow. 

 
 The required fire flow for private on-site hydrants is      gallons per minute at 20 psi.  Each private on-site hydrant must be  

capable of flowing      gallons per minute at 20 psi with two hydrants flowing simultaneously, one of which must be the 
furthest from the public water source. 

 
 Fire hydrant requirements are as follows: 

 
 Install       public fire hydrant(s).                   Verify / Upgrade existing       public fire hydrant(s). 
  

Install       private on-site fire hydrant(s). 
 

 All hydrants shall measure 6”x 4"x 2-1/2" brass or bronze, conforming to current AWWA standard C503 or approved equal.  All   
 on-site hydrants shall be installed a minimum of 25' feet from a structure or protected by a two (2) hour rated firewall. 
     Location: As per map on file with the office. 
     Other location:                                                                                                                                                                                                           
 

 All required fire hydrants shall be installed, tested and accepted or bonded for prior to Final Map approval.  Vehicular access shall 
be provided and maintained serviceable throughout construction. 

 
 The County of Los Angeles Fire Department is not setting requirements for water mains, fire hydrants and fire flows as a 

condition of approval for this division of land as presently zoned and/or submitted. 
 

 Additional water system requirements will be required when this land is further subdivided and/or during the building permit 
process. 

 
 Hydrants and fire flows are adequate to meet current Fire Department requirements. 

 
 Fire hydrant upgrade is not necessary, if existing hydrant(s) meet(s) fire flow requirements.  Submit original water availability form 

to our office.                                                                                                                                                                             
 
Comments: The Fire Department recommends approval of the Amended Exhibit Map as presently submitted.  All previous 

requirements and conditions of approval are still applicable for the project. 
 
All hydrants shall be installed in conformance with Title 20, County of Los Angeles Government Code and County of Los Angeles Fire Code, or appropriate city regulations.  
This shall include minimum six-inch diameter mains.  Arrangements to meet these requirements must be made with the water purveyor serving the area. 

 
By Inspector Juan C. Padilla Date January 8, 2013 

 



County Tentative Map 01/2008 

 

Land Development Unit – Fire Prevention Division – (323) 890-4243, Fax (323) 890-9783 
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